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GENERAL NOTES:
1. CONNECT ALL CIRCUITS TO PANEL 1R2A UNLESS NOTED
OTHERWISE.
KEYNOTES:
H SEE DRAWING E8.10.41 FOR ENLARGED PLAN OF THIS

AREA.

CONNECT ALL CIRCUITS FOR FAN POWERED HOT WATER
TERMINAL UNITS TO PANEL 1R2A (TYP. 5).

CONNECT ALL RECEPTACLE CIRCUITS WITHIN THIS AREA

TO PANEL 1R2B UNLESS NOTED OTHERWISE. SEE SHEN, MILSON & WILKE
CONSULTANTS DWG. N2.01.61 FOR ADDITIONAL POWER REQUIREMENTS.

NOO4 CONNECT 208VAC, 200A, 3PH, 4 WIRE FEEDER (W/150% RATED NEUTRAL) AND
DISCONNECT SWITCH FOR AUDITORIUM LIGHTING TO PANEL B1DPPB.
(LIGHTING PANEL AND FINAL CONNECTION BY OTHERS)

N0O5 CONNECT 208/120V, 30AMP, 3PH, 4 WIRE FEEDER AND DISCONNECT SWITCH
FOR AUDITORIUM EMERGENCY TRANSFER PANEL TO PANEL 1E3A. (TRANSFER PANEL
AND FINAL CONNECTION BY OTHERS)

MOUNT 12" BELOW FINISHED CEILING FOR MOTORIZED PROJECTOR SCREEN.

NOO7 CONNECT 277/480VAC, 60A, 3PH, 4 WIRE FEEDER AND DISCONNECT SWITCH
FOR CONTROL ROOM LIGHTING TO RISER 2. (LIGHTING PANEL AND FINAL
CONNECTION BY OTHERS.)

NO08 CONNECT 277/480 VAC, 30A, 3PH, 4 WIRE FEEDER AND DISCONNECT SWITCH FOR
EMERGENCY CONTROL ROOM LIGHTING TO PANEL B1ESA. (LIGHTING PANEL AND
FINAL CONNECTION BY OTHERS.)
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